
4101:3-8-01 Indirect/special waste.  
 
Chapter 8 of the International Plumbing Code, 2021 edition, as incorporated by 
reference and modified in Section 101.1.1 of this code, is further modified as 
follows:  
 
(A) Modify section 802.1 as follows: 

Change the reference from “802.1.7” to “802.1.8” and add an exception 
that reads: 
Exception: Approved health care related fixtures, devices, and equipment 
may be directly connected to the drainage system if required to be directly 
connected in accordance with the manufacturer’s installation instructions.  

(B) Add new section 802.1.8 to read as follows: 
802.1.8 Dental, drinking or soda fountain, bar sink, floor or shower 
drain waste.  Wastes from dental or cuspidor fountains, drinking fountains, 
soda fountains, bar sinks, floor drains or shower drains may be indirectly 
connected by means of an air break to the sanitary drainage system.  Each 
indirectly connected item listed above is to discharge, individually, to a 
directly connected floor drain, waste receptor or standpipe. 

 
(C) Modify section 802.4 as follows: 

Add an exception that reads:  Exception: Standpipes only require access.  
 

 


